Abstract: This paper describes the preliminary monitoring results of an onsite pilot wastewater treatment plant consisting of a septic tank, an anaerobic up-flow filter, and a horizontal subsurface flow wetland system planted with Agapanthus africanus. The system was designed to treat heavily polluted domestic wastewater produced in a research and development (R&D) center, reaching additional goals of zero energy consumption and eliminating the use of chemical additives. First water quality data shows that organic load in the treated sewage were removed achieving more than 95% efficiency. Nutrients were removed by almost 50%, and fecal and total coliform counts decreased by 99.96%. The results were compared to official Mexican regulations for wastewater discharged into lakes and reservoirs complied with all of them except for nutrients. In this pilot project, the resulting treated wastewater was directly reused for watering the green areas of the R&D center. The result was that the excess of nutrients improved the quality of the grass, avoiding the use of synthetic fertilizers, and created a wetland habitat for small wildlife species living in the area.
Introduction
Wastewater treatment approaches vary from conventional centralized systems to entirely decentralized and clustered systems. The centralized systems, which are usually publicly owned, collect and treat large volumes of wastewater for entire large communities, thus requiring large pipes, major excavations, and manholes for access. While decentralized systems collect, treat, and reuse/dispose of treated wastewater on site or near the generation point, centralized systems often reuse/dispose of treated wastewater far from the generation point [1] .
Maintenance and operation (M&O) costs associated with wastewater treatment include labor, energy, purchase of chemicals, and equipment replacement. Conventional centralized technologies normally require high amounts of energy due to the complexity of the processes which combine mechanical, chemical, and biological stages to remove contaminants in the sewage. Additionally, these systems also require further energy to treat and transport the produced biological sludge [2] .
In developing countries, the treatment of domestic, commercial, or industrial wastewaters has become an important issue in recent years because of the increase of M&O costs involved in conventional wastewater treatment plants (WWTP) [3, 4] . Thus, several WWTP facilities in developing countries have started to reduce their operation capacity, suspend operation, or end up being abandoned [4] [5] [6] . Therefore, decentralized wastewater treatment technologies based on anaerobic processes and constructed wetlands is attracting interest as a potential solution to reduce M&O costs [7] [8] [9] . This paper describes the performance of a functional pilot treatment process based on a combined anaerobic process and a horizontal subsurface flow wetland planted with the ornamental plant Agapanthus africanus, which uses zero energy consumption and no chemical additives. The treated wastewater comes from a food research and development (R&D) center and has high contents of organic pollutants and is rich in nitrogen because the sewages are mixed with nontoxic wastes produced in laboratories and pilot plants. As a result, the produced wastewater could be classified as high-strength domestic wastewater compared with common domestic wastewater according to the literature [10] .
Background
The strategy of treating sewage by common and known aerobic processes has been shifted back to anaerobic processes in recent years with the advent of high rate anaerobic systems such as up-flow anaerobic sludge blanket reactors (UASB), anaerobic contact processes, anaerobic filters (AF), or fixed film reactors and fluidized bed reactors [11] . The high rate anaerobic processes have several advantages such as: low capital investment, lower M&O costs, energy recovery in the form of biogas, operational simplicity, and low production of digested sludge [11] .
It is reported in warm tropical countries that, for domestic sewage, the UASB system is the best option for biological oxygen demand (BOD) removal due to the high attainable efficiencies and that a low BOD load, but the efficiencies of low BOD load removal could increase if the combination of a septic tank (ST) followed by an up-flow anaerobic filter (UAF) is used, as shown in Table 1 [12] . Therefore, most of the treatment systems based on anaerobic processes and constructed wetlands reported in the literature for warm tropical countries use the UASB as a preliminary treatment step prior to a constructed wetland [13] [14] [15] . Nevertheless, the use of up-flow anaerobic filters (UAF) is also widely used to treat municipal wastewater [16] [17] [18] [19] . It was found few research works reporting use of a coupled ST with an UAF previous to the constructed wetland to improve the performance of the system [20, 21] . Anaerobic ponds followed by constructed wetlands are also a convenient solution, especially for developing countries, due to their cost-effectiveness and high potential of removing different pollutants. However, these systems have to be installed far from residential areas due to the odor release, they need a larger surface area to construct them due to the higher residence time required, and algae could bloom in the ponds causing secondary pollution of the following stream [22] [23] [24] . Constructed wetlands with surface flow (SF CWs), horizontal sub-surface flow (HF CWs), vertical sub-surface flow (VF CWs), or hybrid systems have been used together with previous anaerobic and/or aerobic systems for wastewater treatment for at least 30 years [25, 26] . By far the most frequently used plant around the globe to plant constructed wetlands with horizontal subsurface flow is Phragmites australis (Common reed). Species of the genera Typha (latifolia, angustifolia, domingensis, orientalis, and glauca) and Scirpus (e.g., lacustris, validus, californicus, and acutus) spp. are other commonly used species [27] . On the other hand, in many countries, and especially in the tropics and subtropics, local plants including ornamental species are used for HF CWs such as Zantedeschia aethiopica (giant white arum lily), Strelitzia reginae (crane flower, bird of paradise), Anthurium andraenum (flamingo flower), and Agapanthus africanus (agapanthus) [27] . Based on a search of the literature and in previous experience, it was concluded that it is possible to use ornamental plants in constructed wetlands without reducing the efficiency of the treatment system [28] [29] [30] [31] .
In the case of pilot experiments where a UASB with HF CW systems was used, the reviewed reports focus basically on estimating the performance of the HF CW system but water quality data of previous steps of the process are not included [32, 33] . Thus, removal efficiencies in the reviewed HF CW systems planted with conventional or ornamental species achieves values up to 80% for COD, BOD 5 , and total suspended solids (TSS) in most of the reviewed works [32, 33] . The major removal mechanism for nitrogen in HF CWs is denitrification. Removal of ammonia is limited due to lack of oxygen in the filtration bed because of permanent waterlogged conditions [34] . The ammonia-N removal efficiency reported in the literature achieves values up to 65% and 45% for nitrate NO 3 -N removal [34, 35] . Phosphorus is removed primarily by ligand exchange reactions, where phosphate displaces water or hydroxyls from the surface of iron and aluminum hydrous oxides. Unless special materials are used, removal of P is usually lower to 50% in HF CWs [32] [33] [34] [35] .
Regarding the operation and maintenance (O&M) costs of tertiary treatment CWs with reuse purposes, they are lower than those of secondary treatment ones, not only because of the lower intensity of processes (lower loading rates) but also because of certain investment returns such as plant harvesting, aquaculture, production of ornamental plants, etc. [36] .
Materials and Methods
The system was designed to treat wastewater from a food research and development (R&D) public institution located in the municipality of Zapopan, in the state of Jalisco, Mexico. The design of the present treatment system is based on experience gained in a demonstrative pilot plant installed previously in Chapala, Jalisco, Mexico [29] . In the sewage pipes, black and gray water are mixed together with discharges of non-hazardous liquid wastes generated in laboratories and food processing pilot plants. Because it is a functional pilot treatment plant discharging intermittently different type of wastes related to food industry, the content of solids, organic matter, and nutrients was not controlled at the entrance. The designed system consists basically of a septic tank (ST), an up-flow anaerobic filter (UAF), and a subsurface horizontal flow constructed wetland (HF CW) (see Figure 1) .
It is convenient to mention that, due to failures in the connection of pluvial piping network during the construction of the pilot treatment plant, some rain water eventually entered into the piping system that conducts the sewage to the treatment plant. This situation created some efficiency problems for the system as will be discussed later.
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The up-flow anaerobic filter (UAF) is divided into two chambers, the function of the first one is to receive and distribute the wastewater from the bottom into a wider second chamber filled with a volcanic porous rock, known as lava rock, which is commonly called "tezontle" in Mexico [29] . The second chamber is the anaerobic up-flow chamber where the wastewater flows from the bottom to the top of the chamber through the porous media created with the use of tezontle. The fixed bed has a volume of 69.5 m 3 (V 3 ). The resulting porosity of the fixed bed is about 0.69. There are three homogeneous layers of volcanic rock settled in the filtering bed ranging from 3" average diameter at the bottom, 2" average diameter in the middle, and 1" diameter at the top. At the bottom of the anaerobic filter, a sump was constructed that collects the biological sludge. The sludge must be removed every six months by using a vacuum pump. The removed sludge can be disposed of in the same filtering bed used to treat the sludge of the septic tank (ST).
Tezontle was selected as filling material in the UAF since it is an inert volcanic material relatively abundant in the central portion of the country, it is neutral in pH, has a high porosity, is physically stable, does not contain nutrients, and is rich in minerals like calcium, iron, and zinc [33] . Two months after starting the operation, it was observed that a biofilm was created around the particles of tezontle and there was a constant bubbling due to the anaerobic digestion of organic matter.
The constructed wetland has a surface area of about 336 m 2 (A), and it is filled with 0.7 m of tezontle with an average diameter of 3/8". In the operation of the wetland, the hydraulic depth (δ) was 0.6 m. The total volume of the constructed wetland was 201.6 m 3 (V 4 ) and the resulting porosity of the filtering bed was about 0.68. The control level tank (LT) has a cubic shape and measures 0.40 m per side. The tube in the level tank (LT) was adjusted to control the water level in the constructed wetland 10 cm below the surface of the filling material. Tezontle was used as filling material in the HF CW because it is commonly used as substrate in the hydroponic production of ornamental commercial flowers and tomatoes in Mexico due to the richness of mineral content which is absorbed selectively by the plants [37, 38] .
The system was put into operation and after three months the constructed wetland was planted with African agapanthus (Agapanthus africanus) with a density of about three plants per square meter in a quincunx arrangement giving an approximated number of 1000 plants. It took about three months for plants to adapt to the system. After the level tank (LT), a disinfection system based on chlorination was installed to control the pathogens that could be present at the end of the treatment process.
After one year of a clear adaptation of the vegetation was observed, the process of monitoring water quality was initiated. Twelve water quality parameters where monitored every three months at the entrance and outlet of the system over a year period. All water quality parameters were determined by using accredited official Mexican norms that are in accordance with the standard methods for the examination of water and wastewater [39] .
Water quality parameters were monitored at the entrance of the system, at the outlet of every treatment unit, and at the end of the treatment process after disinfection. Heavy metals were not monitored since potable water is used for the diverse services of the R&D center, and it was not contaminated with hazardous materials. The monitoring protocol was applied one year after its construction and operation of the treatment plant during the months of January, April, July, and October of the year 2016 and on January of 2017. The samples were taken only once in each reported month. A duplicate sample was taken at the beginning and at the end of every treatment unit. Samples were transported and analyzed in the laboratory following accredited standard methods for water examination [39] . The hydraulic residence time (HRT) was considered as constant along the system for purposes of analysis and discussion. The average use of water per month was calculated according with water consumption data of the R&D center finding slight variations in monthly water consumption. Pluvial water enters occasionally at the inlet of the system throughout the year. It was unavoidable that the precipitation fell over the surface of the wetland since it was constructed in an open area.
The municipality of Zapopan is part of the metropolitan area of Guadalajara, it is located at 1548 m above sea level and its climate is sub-humid, with winters and dry and temperate springs. The average temperature is 23.5 • C, with a maximum of 35 • C and a minimum of 5.4 • C. The average annual rainfall is 906.1 mm, and it rains mainly between the months of June to October. During the rainfall period, the intensity of rainfall in Zapopan occurs mainly around midnight and in the early hours of the day. According with the nearest meteorological station located in the city of Guadalajara, the average monthly rainfall from January 2016 to January 2017 is shown in Figure 4 . annual rainfall is 906.1 mm, and it rains mainly between the months of June to October. During the rainfall period, the intensity of rainfall in Zapopan occurs mainly around midnight and in the early hours of the day. According with the nearest meteorological station located in the city of Guadalajara, the average monthly rainfall from January 2016 to January 2017 is shown in Figure 4 . Tables 2-6. According to Table 2 the mean fats, oil, and grease (FOG) during the monitoring period was 37.04 ± 8.97 mg L −1 , settleable solids (SS) was 2.18 ± 2.37 mg L −1 , total suspended solids (TSS) was 204.50 ± 89.19 mg L −1 , biological oxygen demand (BOD) was 505.1 ± 202.0 mg L −1 , chemical oxygen demand (COD) was 987.9 ± 295.4 mg L −1 , and the total phosphorus (TP) was 11.98 ± 2.08 mg L −1 . A high concentration of total nitrogen (TN) was also found of 196.56 ± 91.13 mg L −1 . Presence of pathogens increased markedly during the month of July due to non-desirable input of rain water to the inlet of the system which mixed with wastewater in the sump pump. The temperature was not reported since the samples were taken according to the environmental conditions at midday which was an average of 23.5 °C with a maximum of 35 °C. In general, the range of measured values in the water quality parameters overpass by far the values reported in the literature corresponding to domestic wastewater and it is closer to the so named 'highstrength domestic wastewater' [10] . The reason of high standard deviation in BOD, COD, and TSS as well as in TN is because some of the activities of the R&D center generates sewages of different content in solid and organic matter depending on the type of raw material processed in the laboratories and pilot plants. The R&D areas of the center are food technology, industrial biotechnology and plant biotechnology. The activities of the plant biotechnology department in particular use nitrogen rich compounds in the laboratory essays.
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It is noteworthy that pathogens indicators increase abnormally in July at the entrance of the system (see Table 2 ). This phenomenon was probably due to the entrance of pluvial water to the system which dragged out part of the settled solids in the sump pump. Therefore, during this month, also at the outlet of the septic tank (ST) and in the up-flow anaerobic filter (UAF) an abnormal increase in the number of the pathogens indictors was measured (Tables 3 and 4 ). This increase in the count of pathogen indicators was already observed at the outlet of the constructed wetland (HF CW) ( Table 5 ). Table 6 . Overall efficiency of the system in the pollutants removal and compliance with the regulations. a Maximum permitted water quality values for treated water discharge to natural lakes or reservoirs which later are used for urban public uses, measured as monthly average. b NS = Not specified by the Mexican regulation. c " √ " Means in accordance with the regulation. d "NA" Means not in accordance with the regulation. e "PA" Means partially in accordance with the regulations since fecal coliforms were controlled after the HF CW by chlorination.
Water Quality Parameter Unit
Septic Tank
By applying Equation (1) we have an estimation of the residence time (τ) in the septic tank of about 2.45 days. In Equation (1), V 1 is the volume of the first chamber of the septic tank, V 2 is the volume of the second chamber, and Q i is the inlet flow. The residence time could diminish eventually during the rainy season due to the increase of flow at the inlet of the system.
Comparing the data of the water quality parameters from Tables 2 and 3 , the septic tank could remove 67.5% of FOG, 75.2% of the SS, 55.5% of TSS, 61.1% of the BOD 5 , 49.6% of the COD, and 12.4% of TP. On the other hand, TN increased 16.9%. In a conventional septic tank, organic nitrogen in household wastes is transformed into ammonia products under the anaerobic conditions of the septic tank (ammonification). Some of the organic nitrogen, however, is not degraded and becomes part of the sludge at the bottom of the septic tank [40] . However, the abnormal increase of measured total nitrogen concentration could be due to an introduction of excess of nitrogen-rich compounds during some tests carried out in the R&D facilities. On the other hand, reduction of pathogens was very effective in the first stage of the treatment process achieving an average of 90.6% removal of all measured pathogens.
Anaerobic Filter
To estimate the residence time of the up-flow anaerobic filter (UAF) we used Equation (2) where V 3 is the total volume of the packed bed in the filter (69.5 m 3 ) and ε is the average porosity of the filling material (0.69). By applying Equation (2) we calculated a residence time in UAF of about 6.4 days. The UAF considered a high hydraulic residence time to ensure the maximum removal of the organic matter before it arrives to the wetland.
Comparing water quality conditions among the measured outflow of septic tank (Table 3 ) and UAF (Table 4 ) it was concluded that this treatment unit reduced 85.3% of the FOG, 100% of the SS, 77.7% of the TSS, 85.7% of the BOD, 71.1% of COD, 21.6% of TN, and 25.1% of TP. In this second treatment step, the pathogens indicators were reduced an average of 95.6%. Due to the abnormal increase of pathogens indicators explained before, to calculate the efficiency of the UAF regarding bacteria removal, the measured pathogens indicators during July were not included, otherwise the efficiency of bacteria removal in this unit falls to negative values (Table 4 ).
Constructed Wetland
To estimate the residence time of the horizontal flow constructed wetland (HF CW), we used Equation (3) where V 4 is the total volume of the constructed wetland (201.6 m 3 ), ε w is the average porosity of the filling material in the wetland (0.68), and E is the estimated loss of water due to evaporation and evapotranspiration through the plants in the wetland according to the average local climatic conditions. Based on the findings of Headley et al. [41] , measuring the rate of evapotranspiration from subsurface horizontal flow wetlands planted with Phragmites australis in sub-tropical environment, an average loss of 10% of water by evapotranspiration from soil and plants was considered. By applying Equation (3) we got a residence time in the HF CW of 11.75 days.
Comparing water quality conditions in the measured outflow of the UAF (Table 4 ) and in the HF CW (Table 5 ) it was observed that this unit could reduce 38.0% of the FOG, 55.2% of the TSS, 68.4% of the BOD, 81.0% of COD, 44.2% of TN, and 21.6% of TP. In the third treatment step, the pathogen indicators were reduced by an average of 88.5%. As it was explained before, the increase of pathogens indicators in July happened because of the rainfall that entered the inlet of the system which removed part of the pathogens settled in the septic tank. If we leave out the values measured in July, the pathogen removal efficiency of the system increases to 90.0%, fulfilling the requirements of the official Mexican regulations (NOM-001-SEMARNAT-1996) without using chlorination [42] .
Outlet of the Desinfection Stage
The final process of the treatment system is the disinfection which works with chlorination tablets and is installed immediately after the level tank (LT) (see Figure 3) . The disinfection practically reduces the pathogen indicators to zero, fulfilling the Mexican official regulations [42] . In the case of discharges to surface waterbodies, the upper limit for FC is 1000 CFU/100 mL, and for the reuse of treated wastewater the upper limit is 240 CFU/100 mL in the case of direct contact with persons and 1000 for indirect or occasional contact with persons. Basically, we observe the same removal efficiencies obtained at the outflow of the constructed wetland for FOG, TSS, BOD, and COD. Nutrients remain practically the same but there is a reduction to zero of each of the pathogen indicators.
Discussion
The passive treatment system was designed and constructed during the period of 2014-2015 to support the treatment needs of an R&D center producing high-strength domestic wastewater. An amount of close to 120,000 USD was invested in the construction of this system. After almost three years of operating the system, the M&O costs of the system were estimated to be around 700 USD per year. The actual savings in water for irrigation were estimated to be close to 2000 USD per year. Additionally, during the period of study the system discharges consistently complied almost with all parameters observed by the official Mexican standards NOM-001-SEMARNAT-1997 and NOM-003-SEMARNAT-1997 [42] . These norms establish the limits of wastewater parameters in treated wastewater discharged into surface water bodies and those reused for public services respectively [42] . Table 6 shows the average water quality parameters reached at the end of the process after the chlorination stage and the estimated overall efficiency of the system.
As explained throughout this paper, the system was designed to treat highly polluted domestic wastewater. Therefore, the actual hydraulic retention times (HRT) in each stage of the treatment process are relatively high compared to those recommended in the literature for septic tanks of one to three days [40, 43] , 2 to 96 h for UAF units treating domestic or rural sewages [16] [17] [18] [19] , 10 to 20 days for high rate anaerobic digesters treating high-strength wastewater [44] , and the range of two to seven days in horizontal subsurface constructed wetlands [45] . In the pilot treatment plant, it was established a HRT for the septic tank of 2.45 days which is in accordance with the literature. For the UAF, a HRT of 6.4 days was established which is 1.6 times higher than the best HRT suggested for UAF systems but in the middle of those suggested to treat high-strength wastewater. Finally, the HF CW was designed with a HRT of 11.75 days which is double too high to that suggested by the literature to treat domestic wastewater. The content of total nitrogen in domestic wastewater is in the range of 20 mg L −1 to 50 mg L −1 and the content of total phosphorus is in the range of 5 mg L −1 to 15 mg L −1 [10] . As shown in Table 2 , total nitrogen at the inlet of the system is three to six times higher and total phosphorus is in the upper limit. It was expected that the longer the residence time designed for the HF CW system could capture most of the nitrogen and phosphorus entering to the system.
According with the results shown in Table 7 , the system efficiently removes most of the contaminants entering to the system except for nutrients. Phosphorus concentration was reduced almost to the limits permitted by the Mexican regulations for treated wastewater discharged to surface waterbodies [42] . Nitrogen was reduced only to almost 50% but the end concentration is far from the permitted concentration discharged to surface waterbodies [42] . On the other hand, overabundance or deficiency of available nitrogen are both problematic for grass plants. Excessive levels of nitrogen: (1) stimulate rapid shoot growth while slowing down root growth and increasing the need for more frequent mowing; (2) deplete the plant's carbohydrate reserves more rapidly, which in turn can result in less stress tolerance and slower recovery from any injury to the plant; (3) result in thinner, more succulent leaf tissue, which increases moisture loss and therefore creates a greater need for water; (4) can predispose the plant to greater insect and disease problems; (5) contribute to more rapid and excessive thatch development; (6) leach through the soil beyond the root system, potentially polluting groundwater resources when not used by the grass plant [46] . To date, the grass of the R&D Center shows healthy development in both rainy and dry season. However, it will be necessary to monitor the subsurface land to measure if the excess of nitrogen is leaching and polluting the underground.
Later monitoring data shows that the system still works satisfactorily removing chemical organic matter, even with COD loads of 2560 mg L −1 with an efficiency removal of 93.9%. In counterpart, the efficiency in nutrients removal barely achieved 50% for both nitrogen and phosphorus. Since the treated wastewater is directly reused for irrigation, the excess of nutrients results in benefits to the green areas of the R&D center, because the use of synthetic fertilizers is not required. The quantification of the number of plants produced per square meter per month in the HF CW is still pending but preliminary counts establish that about 50% of the planted wetland (about 500 plants) produce at least one lateral bud per month.
Conclusions
The elevated organic content of high-strength domestic wastewater makes aerobic treatment systems uneconomical. High-strength domestic wastewater was preferably treated anaerobically, thus providing a potential for energy generation while producing low surplus sludge [44] . Additionally, in the tested pilot plant project it was possible to produce successfully Agapanthus africanus as an ornamental plant.
As explained by previous authors, the efficiency in the removal of pollutants from high-strength domestic wastewater by using anaerobic processes are mainly controlled by the hydraulic residence time selected in the design of the anaerobic units and in the HF CW [44, 45] . The studied wastewater treatment process efficiently reduced the FOG, TSS, BOD, and COD loads from the R&D center sewage, meeting the water quality standards requested by Mexican regulations [42] . The present results are in accordance with the experience of similar treatment systems reported for tropical climates [12] . Through this work, it is possible to extend the principles of BOD and COD removal reported for domestic wastewater to high-strength domestic wastewater [44] .
Discharged Total-N concentration was close to seven times higher compared with the requested official standard which controls the treated wastewater discharged to surface water bodies [42] . Most of the total-N concentration was removed in the HF CW and the results show that, despite the longer hydraulic residence time, it was not sufficient to remove it to values below 50%. In counterpart, total-P was very close to fulfil the limits of the official regulations [42] . Since treated wastewaters were used for irrigation, chlorination was necessary at the end of the treatment process to meet environmental regulations regarding fecal coliforms [42] . Total-N removal was safely solved by the reuse of treated wastewater in grass irrigation, but in case of discharges to surface waterbodies it will be necessary to use combined aerobic and anaerobic processes to improve the denitrification process [47] .
Nowadays, the pilot treatment system still works close to the facilities where R&D activities are regularly carried out without releasing offensive odors. The community at the R&D center enjoys an environmentally friendly area because they preserve green areas all year long, a nice view was created specially during the flowering time of the African agapanthus, and a habitat was created within the constructed wetland, where several species of birds, lizards, butterflies, and bees are frequent visitors to this artificial ecosystem.
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